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Test Verification of Conformity
Verification Number: 241213130GZU-VOC001

On the basis of the tests undertaken, the sample<s> of the below product has been tested by an accredited 3rd party laboratory in
accordance to the referenced specification<s>/standard<s> at the time the tests were carried out. This verification is part of the full
test report<s> and should be read in conjunction with it <them>.

This document can be used in support of a claim in meeting relevant 2014/35/EU legislation and mandatory Conformity Marking. And
in accordance with EU law, the claim is the sole obligation of the Manufacturer/ Importer.

Applicant Name & Address: Sigenergy Technology Co., Ltd.

No. 175, Weizhan Road, Lingang New Area, China (Shanghai) Pilot Free Trade Zone
Product Description: Power switchgear and controlgear assembly
Ratings: Sigen Gateway HomePro TP, Sigen Gateway HomePro TP-L and

Sigen Gateway Home TP AU

45.6 A, 380V, 400V / 400V / 4kV (Un=Ue / Ui / Uimp), 50/60 Hz, IP54

Sigen Gateway C60-2, Sigen Gateway C60-2 AU and Sigen Gateway TP AU
91.2 A,380V, 400V / 400V /4kV (Un=Ue / Ui / Uimp), 50/60 Hz, IP54

Sigen Gateway TPLV C30-2

91.2 A, 208V, 220V, 230V / 400V / 4kV (Un=Ue / Ui / Uimp), 50/60 Hz, IP54
Sigen Gateway Home SP AU and Sigen Gateway SP AU

54.6 A,220V, 230V, 240V / 240V /4 kV (Un=Ue / Ui / Uimp), 50/60 Hz, IP54

Models/Type References: Sigen Gateway HomePro TP, Sigen Gateway HomePro TP-L, Sigen Gateway C60-2,
Sigen Gateway C60-2 AU, Sigen Gateway TP AU, Sigen Gateway TPLV C30-2,
Sigen Gateway Home SP AU, Sigen Gateway SP AU and Sigen Gateway Home TP AU

Brand Names: SIGENERGY

Specification<s>/Standards: EN IEC 61439-2:2021 for use in conjunction with EN IEC 61439-1:2021 and EN IEC
61439-2:2011 for use in conjunction with EN IEC 61439-1:2011

Verification Issuing Office Name Intertek Testing Services (Guangzhou) Ltd.

& Address: No. 3-1, Xinhai Xinyi Road, Huangge Town, Nansha District, Guangzhou, China

Date of Tests: 31 October 2023 to 16 January 2025

Test Report Number(s): 241213130GZU-001

Additional information in Appendix.

=

Signature

Name: Jason Yan
Position: Manager
Date: 20 February 2025

This Verification is for the exclusive use of Intertek's client and is provided pursuant to the agreement between Intertek and its Client. Intertek's responsibility and liability are limited to the terms
and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned by the use of this
Verification. Only the Client is authorized to permit copying or distribution of this Verification. Any use of the Intertek name or one of its marks for the sale or advertisement of the tested material,
product or service must first be approved in writing by Intertek. The observations and test/inspection results referenced in this Verification are relevant only to the sample tested/inspected. This
Verification by itself does not imply that the material, product, or service is or has ever been under an Intertek certification program.
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APPENDIX: Test Verification of Conformity

This is an Appendix to Test Verification of Conformity Number: 241213130GZU-VOC001

Manufacture Name & Address: | Sigenergy Technology Co., Ltd.
No. 175, Weizhan Road, Lingang New Area, China (Shanghai) Pilot Free Trade Zone

Ratings & Principle Sigen Gateway HomePro TP

Characteristics in detail: A45.6 A, 380V, 400V / 400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1, Power
Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three phase
and neutral system, three incoming 4-pole MCB units, one bypass 4-pole MCB unit, one
outgoing 4-pole MCB unit, and one surge protective device.

Sigen Gateway HomePro TP-L

A45.6 A, 380V, 400V /400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1, Power
Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three phase
and neutral system, two incoming 4-pole MCB units, one bypass 4-pole MCB unit, one
outgoing 4-pole MCB unit, and one surge protective device.

Sigen Gateway C60-2

A91.2 A, 380V, 400V /400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1, Power
Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three phase
and neutral system, two incoming 4-pole MCCB units, two incoming 4-pole MCB units,
one bypass 4-pole MCCB unit, one outgoing 4-pole MCCB unit, and one surge protective
device.

Sigen Gateway C60-2 AU and Sigen Gateway TP AU

A91.2 A, 380V, 400V /400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1, Power
Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three phase
and neutral system, two incoming 3-pole MCCB units, three incoming 3-pole MCB units,
one bypass 3 pole MCCB unit, one outgoing 3-pole MCCB unit, and one surge protective
device.

Sigen Gateway TPLV C30-2

A91.2A, 208V, 220V, 230V /400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1,
Power Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three
phase and neutral system, two incoming 4-pole MCCB units, two incoming 4-pole MCB
units, one bypass 4-pole MCCB unit, one outgoing 4-pole MCCB unit, and one surge
protective device.

Sigen Gateway Home SP AU and Sigen Gateway SP AU

A54.6 A,220V,230V,240V / 240V /4 kV (Un=Ue / Ui / Uimp), 50/60 Hz, IP54, Form
1, Power Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one single
phase and neutral system, three incoming single pole MCB units, one outgoing single
pole MCB unit, one bypass single pole MCB unit and a protective circuit.

This Verification is for the exclusive use of Intertek's client and is provided pursuant to the agreement between Intertek and its Client. Intertek's responsibility and liability are limited to the terms
and conditions of the agreement. Intertek assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or damage occasioned by the use of this
Verification. Only the Client is authorized to permit copying or distribution of this Verification. Any use of the Intertek name or one of its marks for the sale or advertisement of the tested material,
product or service must first be approved in writing by Intertek. The observations and test/inspection results referenced in this Verification are relevant only to the sample tested/inspected. This
Verification by itself does not imply that the material, product, or service is or has ever been under an Intertek certification program.

Intertek Page 2 of 3 GFT-OP-11a (09 March 2024)



=

Sigen Gateway Home TP AU

A45.6 A,380V,400V /400V /4kV (Un=Ue / Ui/ Uimp), 50/60 Hz, IP54, Form 1,
Power Switchgear and Controlgear Assembly (PSC-Assembly) incorporating one three
phase and neutral system, three incoming 3-pole MCB units, one outgoing 3-pole MCB
unit, one bypass 3-pole MCB unit and a protective circuit.

Signature

Name: Jason Yan
Position: Manager
Date: 20 February 2025






